
M057725 - ACC RADIOLOGY PET/CT
Replacement
4860 Y Street Sacramento, CA 95817

Date Thu 05/25/2023 Job # Prepared By Josie Fong

  Weather
6:00 AM

51° 
Partially cloudy

Wind: 5 MPH  |  Precipitation: .0''  |  Humidity: 89%

12:00 PM

69° 
Clear

Wind: 11 MPH  |  Precipitation: .0''  |  Humidity: 52%

4:00 PM

73° 
Clear

Wind: 13 MPH  |  Precipitation: .0''  |  Humidity: 46%

  Work Logs No entry

Name Description Quantity Total Hours

Total 0 0

  General Notes

1.  Panel LBX 208/120 30 Room 0005
Josie Fong | 05/26/23 | 01:16PM

05/25/23 | 01:42PM05/25/23 | 01:42PM 05/25/23 | 01:42PM05/25/23 | 01:42PM 05/25/23 | 01:42PM05/25/23 | 01:42PM 05/25/23 | 01:42PM05/25/23 | 01:42PM

2.  Panel HBX 480/277 30 Room 0005
Josie Fong | 05/26/23 | 01:12PM

05/25/23 | 01:43PM05/25/23 | 01:43PM 05/25/23 | 01:43PM05/25/23 | 01:43PM 05/25/23 | 01:43PM05/25/23 | 01:43PM 05/25/23 | 01:43PM05/25/23 | 01:43PM

1 of 8 | M057725 - ACC RADIOLOGY PET/CT Replacement

https://raken.s3.amazonaws.com/processed/2023/05/26/c1c42644-43fb-4689-9d15-aa83ed572877?=1698960891438
https://raken.s3.amazonaws.com/processed/2023/05/26/1bb9f7d9-b490-4cbd-8dba-727cc9f11bfc?=1698960891438
https://raken.s3.amazonaws.com/processed/2023/05/26/3c9de595-9ff2-4e4a-a5f9-6853abdfac09?=1698960891438
https://raken.s3.amazonaws.com/processed/2023/05/26/edba581e-4a66-4f7c-90bf-41445d4a66b3?=1698960891438
https://raken.s3.amazonaws.com/processed/2023/05/26/384ed670-b625-4a17-9256-56ed6a931cc6?=1698960891438
https://raken.s3.amazonaws.com/processed/2023/05/26/ed832f50-6670-4418-a4a9-dc544be588f5?=1698960891438
https://raken.s3.amazonaws.com/processed/2023/05/26/6f34abde-1f01-475a-99a1-fac193ed6eb3?=1698960891438
https://raken.s3.amazonaws.com/processed/2023/05/26/c206f104-5e17-490a-8162-de3c65838175?=1698960891438


3.  Panel HBB 480/277 30 Room 0005
Josie Fong | 05/26/23 | 01:12PM

05/25/23 | 01:44PM05/25/23 | 01:44PM 05/25/23 | 01:44PM05/25/23 | 01:44PM 05/25/23 | 01:44PM05/25/23 | 01:44PM 05/25/23 | 01:44PM05/25/23 | 01:44PM

4.  Panel LBMB1 Room 0005
Josie Fong | 05/26/23 | 01:16PM

05/25/23 | 01:45PM05/25/23 | 01:45PM 05/25/23 | 01:45PM05/25/23 | 01:45PM 05/25/23 | 01:45PM05/25/23 | 01:45PM 05/25/23 | 01:45PM05/25/23 | 01:45PM

5.  Panel DPLBB 208/120 30 Room 0005
Josie Fong | 05/26/23 | 01:12PM

05/25/23 | 01:45PM05/25/23 | 01:45PM 05/25/23 | 01:45PM05/25/23 | 01:45PM 05/25/23 | 01:45PM05/25/23 | 01:45PM 05/25/23 | 01:45PM05/25/23 | 01:45PM

6.  Panel DPHBB 480/277 30 Room 0005
Josie Fong | 05/26/23 | 01:12PM

05/25/23 | 01:46PM05/25/23 | 01:46PM 05/25/23 | 01:46PM05/25/23 | 01:46PM

7.  Panel DPHZ 480/277 30 Room 0005
Josie Fong | 05/26/23 | 01:12PM

2 of 8 | M057725 - ACC RADIOLOGY PET/CT Replacement

https://raken.s3.amazonaws.com/processed/2023/05/26/24e3bd07-6f32-4c4c-b50a-cb6d6d957b3e?=1698960891438
https://raken.s3.amazonaws.com/processed/2023/05/26/6d67d6ad-d5a1-4f48-8297-e63e80e29004?=1698960891438
https://raken.s3.amazonaws.com/processed/2023/05/26/3f4a874b-6ed0-423b-8023-9ad7a7e8ea69?=1698960891438
https://raken.s3.amazonaws.com/processed/2023/05/26/2daa8410-7249-434f-be7b-8bf7aaca1787?=1698960891438
https://raken.s3.amazonaws.com/processed/2023/05/26/77270632-72e6-4266-a315-ab6314ea838d?=1698960891438
https://raken.s3.amazonaws.com/processed/2023/05/26/9047af44-7b6a-4bbc-9c76-4d00758e5606?=1698960891438
https://raken.s3.amazonaws.com/processed/2023/05/26/de57b930-337d-46e4-9951-617ee7120285?=1698960891438
https://raken.s3.amazonaws.com/processed/2023/05/26/49fe6550-f0dc-44b1-b1e7-477470be2418?=1698960891438
https://raken.s3.amazonaws.com/processed/2023/05/26/bd5dc755-4af4-46af-a660-c718525c5500?=1698960891439
https://raken.s3.amazonaws.com/processed/2023/05/26/94c5f3e3-5364-415f-81e3-8376cf8e554f?=1698960891439
https://raken.s3.amazonaws.com/processed/2023/05/26/f41ec88c-54eb-40fc-bbfa-b664938cbf36?=1698960891439
https://raken.s3.amazonaws.com/processed/2023/05/26/4757e75a-92ee-4f98-b162-ff40819a144c?=1698960891439
https://raken.s3.amazonaws.com/processed/2023/05/26/69fdb83f-dcf4-4c35-9855-eb718d32b50a?=1698960891439
https://raken.s3.amazonaws.com/processed/2023/05/26/8c527b0e-0be9-47dd-a73a-19cbb340e54c?=1698960891439


05/25/23 | 01:47PM05/25/23 | 01:47PM 05/25/23 | 01:47PM05/25/23 | 01:47PM 05/25/23 | 01:47PM05/25/23 | 01:47PM

8.  Panel DSHBMB 480/277 30 Room 0005
Josie Fong | 05/26/23 | 01:12PM

05/25/23 | 01:48PM05/25/23 | 01:48PM 05/25/23 | 01:48PM05/25/23 | 01:48PM

9.  Panel elevator Room 0005
Josie Fong | 05/26/23 | 01:13PM

05/25/23 | 01:48PM05/25/23 | 01:48PM 05/25/23 | 01:48PM05/25/23 | 01:48PM

10.  Panel DPHX 480/277 30 Room 0005
Josie Fong | 05/26/23 | 01:13PM

05/25/23 | 01:49PM05/25/23 | 01:49PM 05/25/23 | 01:49PM05/25/23 | 01:49PM 05/25/23 | 01:49PM05/25/23 | 01:49PM

11.  Panel DPHBR 480/277 30 Room 0008
Josie Fong | 05/26/23 | 01:16PM

3 of 8 | M057725 - ACC RADIOLOGY PET/CT Replacement

https://raken.s3.amazonaws.com/processed/2023/05/26/a15aa945-3792-4df8-9c5d-d48d4f43b4a6?=1698960891439
https://raken.s3.amazonaws.com/processed/2023/05/26/6ad9f41a-4d92-4634-a0ce-048ccd03c2a1?=1698960891439
https://raken.s3.amazonaws.com/processed/2023/05/26/09ef8cc4-ca25-4db8-aa2a-9320e9fe8d18?=1698960891439
https://raken.s3.amazonaws.com/processed/2023/05/26/c17da288-fc10-449d-bc68-f9c52e440759?=1698960891439
https://raken.s3.amazonaws.com/processed/2023/05/26/0ff1ef39-27e2-4516-be41-268b957b2f25?=1698960891439
https://raken.s3.amazonaws.com/processed/2023/05/26/a485aab8-fed9-465f-ab10-7eb4a1fe11bc?=1698960891439
https://raken.s3.amazonaws.com/processed/2023/05/26/4c97dcf8-6e6a-46f2-ad20-903554b0539b?=1698960891439
https://raken.s3.amazonaws.com/processed/2023/05/26/2d29a084-879b-448c-9914-ade96b6d8538?=1698960891439
https://raken.s3.amazonaws.com/processed/2023/05/26/c99a678c-f14e-4ee8-9b13-a6ead9287dff?=1698960891439
https://raken.s3.amazonaws.com/processed/2023/05/26/d9176a4e-a79a-4942-b0ec-b932d852a960?=1698960891440


05/25/23 | 01:52PM05/25/23 | 01:52PM 05/25/23 | 01:52PM05/25/23 | 01:52PM 05/25/23 | 01:52PM05/25/23 | 01:52PM

12.  Panel LBY 208/120 30 Room 0008
Josie Fong | 05/26/23 | 01:16PM

05/25/23 | 01:52PM05/25/23 | 01:52PM 05/25/23 | 01:52PM05/25/23 | 01:52PM 05/25/23 | 01:52PM05/25/23 | 01:52PM 05/25/23 | 01:52PM05/25/23 | 01:52PM

13.  Panel DPHY 480/277 30 Room 0008
Josie Fong | 05/26/23 | 01:16PM

05/25/23 | 01:53PM05/25/23 | 01:53PM 05/25/23 | 01:53PM05/25/23 | 01:53PM

14.  Panel HBY 480/277 30 Room 0008
Josie Fong | 05/26/23 | 01:16PM

05/25/23 | 01:54PM05/25/23 | 01:54PM 05/25/23 | 01:54PM05/25/23 | 01:54PM 05/25/23 | 01:54PM05/25/23 | 01:54PM 05/25/23 | 01:54PM05/25/23 | 01:54PM

15.  Panel HBA 480/277 30 Room 0008
Josie Fong | 05/26/23 | 01:17PM

4 of 8 | M057725 - ACC RADIOLOGY PET/CT Replacement

https://raken.s3.amazonaws.com/processed/2023/05/26/95372b0b-0fa3-4a07-847e-1edf5ad232ec?=1698960891440
https://raken.s3.amazonaws.com/processed/2023/05/26/8a984ead-22d5-4bc5-96a5-6d7b083811eb?=1698960891440
https://raken.s3.amazonaws.com/processed/2023/05/26/973c92c5-c49a-4fb4-98e5-abbbd0b3ade2?=1698960891440
https://raken.s3.amazonaws.com/processed/2023/05/26/afee071b-5445-4638-9f83-0d8b95f4ad78?=1698960891440
https://raken.s3.amazonaws.com/processed/2023/05/26/a84456b4-b0d3-46bf-9096-bf9e8b2f6ba9?=1698960891440
https://raken.s3.amazonaws.com/processed/2023/05/26/6bf476de-c493-4143-ab2a-34b089ce078b?=1698960891440
https://raken.s3.amazonaws.com/processed/2023/05/26/0b5a57fc-2021-4633-b175-b18c975ffe66?=1698960891440
https://raken.s3.amazonaws.com/processed/2023/05/26/2a12f676-0042-4fc7-aa32-a127c4e121c5?=1698960891440
https://raken.s3.amazonaws.com/processed/2023/05/26/a11380d1-0aba-41dd-bddc-0ddba16c062f?=1698960891440
https://raken.s3.amazonaws.com/processed/2023/05/26/7c4b14e6-e3de-4ca0-82a9-f794bec4c4d4?=1698960891440
https://raken.s3.amazonaws.com/processed/2023/05/26/1c84c2a9-70e5-4450-be59-54cc4e0ade61?=1698960891440
https://raken.s3.amazonaws.com/processed/2023/05/26/46582297-ed2b-4210-9137-781ae6ecd404?=1698960891440
https://raken.s3.amazonaws.com/processed/2023/05/26/c2b8f60e-8996-4343-bf4b-65ed07c17e8a?=1698960891440


05/25/23 | 01:54PM05/25/23 | 01:54PM 05/25/23 | 01:54PM05/25/23 | 01:54PM 05/25/23 | 01:54PM05/25/23 | 01:54PM 05/25/23 | 01:55PM05/25/23 | 01:55PM

16.  Panel HBA1 480/277 30 Room 0008
Josie Fong | 05/26/23 | 01:17PM

05/25/23 | 01:55PM05/25/23 | 01:55PM 05/25/23 | 01:55PM05/25/23 | 01:55PM 05/25/23 | 01:55PM05/25/23 | 01:55PM 05/25/23 | 01:55PM05/25/23 | 01:55PM

17.  Panel DPHBA 480/277 30 Room 0008
Josie Fong | 05/26/23 | 01:17PM

05/25/23 | 01:56PM05/25/23 | 01:56PM 05/25/23 | 01:56PM05/25/23 | 01:56PM

18.  Panel DPLBA 208/120 30 Room 0008
Josie Fong | 05/26/23 | 01:17PM

05/25/23 | 01:56PM05/25/23 | 01:56PM 05/25/23 | 01:57PM05/25/23 | 01:57PM 05/25/23 | 01:57PM05/25/23 | 01:57PM

19.  Panel LBA5 208/120 30 Room 0530A
Josie Fong | 05/26/23 | 01:17PM

5 of 8 | M057725 - ACC RADIOLOGY PET/CT Replacement

https://raken.s3.amazonaws.com/processed/2023/05/26/72cc6da0-3e27-48ba-8795-59edefec310c?=1698960891440
https://raken.s3.amazonaws.com/processed/2023/05/26/5018ad19-bb87-46f6-886c-ff2b599f0203?=1698960891441
https://raken.s3.amazonaws.com/processed/2023/05/26/d6804fca-2f38-48f1-a856-6909f9d95912?=1698960891441
https://raken.s3.amazonaws.com/processed/2023/05/26/95e78807-618b-4298-9ca9-767cffac6e75?=1698960891441
https://raken.s3.amazonaws.com/processed/2023/05/26/7e6e67a9-7ada-4101-8348-13bf93d0f03a?=1698960891441
https://raken.s3.amazonaws.com/processed/2023/05/26/bfdc024a-d728-4f82-910f-c68aa67f2899?=1698960891441
https://raken.s3.amazonaws.com/processed/2023/05/26/d1331a80-4c88-4ae7-b30f-5956a7f120a1?=1698960891441
https://raken.s3.amazonaws.com/processed/2023/05/26/4e36de23-3d27-4e5e-ad57-ebb7bdcff809?=1698960891441
https://raken.s3.amazonaws.com/processed/2023/05/26/6fbff285-b46a-4f80-a0df-5e21273be85e?=1698960891441
https://raken.s3.amazonaws.com/processed/2023/05/26/33a5cc5c-251b-45ba-8f00-fb22b341f9ba?=1698960891441
https://raken.s3.amazonaws.com/processed/2023/05/26/b9978a00-5f1f-4def-9258-5032ad9ba803?=1698960891441
https://raken.s3.amazonaws.com/processed/2023/05/26/7d3fe4b8-d6fa-465a-83c2-57389148b293?=1698960891441
https://raken.s3.amazonaws.com/processed/2023/05/26/c0dc9921-2c1d-4ffb-987a-c663e88cdcf6?=1698960891441


05/25/23 | 02:00PM05/25/23 | 02:00PM 05/25/23 | 02:00PM05/25/23 | 02:00PM 05/25/23 | 02:00PM05/25/23 | 02:00PM 05/25/23 | 02:00PM05/25/23 | 02:00PM

20.  Panel LBA7 208/120 30 Room 0530A
Josie Fong | 05/26/23 | 01:17PM

05/25/23 | 02:00PM05/25/23 | 02:00PM 05/25/23 | 02:00PM05/25/23 | 02:00PM 05/25/23 | 02:00PM05/25/23 | 02:00PM

21.  Panel LBA 208/120 30 room 0510B
Josie Fong | 05/26/23 | 01:13PM

05/25/23 | 02:02PM05/25/23 | 02:02PM 05/25/23 | 02:02PM05/25/23 | 02:02PM 05/25/23 | 02:02PM05/25/23 | 02:02PM 05/25/23 | 02:02PM05/25/23 | 02:02PM

22.  Panel LBA8 208/120 30 room 0510B
Josie Fong | 05/26/23 | 01:14PM

05/25/23 | 02:03PM05/25/23 | 02:03PM 05/25/23 | 02:03PM05/25/23 | 02:03PM 05/25/23 | 02:03PM05/25/23 | 02:03PM 05/25/23 | 02:03PM05/25/23 | 02:03PM

23.  Tube distribution unit Room 0520B
Josie Fong | 05/26/23 | 01:14PM

6 of 8 | M057725 - ACC RADIOLOGY PET/CT Replacement

https://raken.s3.amazonaws.com/processed/2023/05/26/55c741e1-e408-46a2-aa70-e88acc8e5a31?=1698960891441
https://raken.s3.amazonaws.com/processed/2023/05/26/24ec9920-814e-40c5-9593-fba56608dfba?=1698960891441
https://raken.s3.amazonaws.com/processed/2023/05/26/869e71cd-57e0-42dd-9111-dc67373d111a?=1698960891441
https://raken.s3.amazonaws.com/processed/2023/05/26/a84551c9-9d9c-49fc-969b-41aa20f682af?=1698960891441
https://raken.s3.amazonaws.com/processed/2023/05/26/18681025-a00d-49c3-a732-a2f0cd5ac162?=1698960891442
https://raken.s3.amazonaws.com/processed/2023/05/26/f62da127-95e6-4524-9748-d7553a39e6df?=1698960891442
https://raken.s3.amazonaws.com/processed/2023/05/26/4e7ffed0-7f86-487b-8bf7-d9997be5fab4?=1698960891442
https://raken.s3.amazonaws.com/processed/2023/05/26/3361cc64-0d56-4de0-a7ba-f53204fcbded?=1698960891442
https://raken.s3.amazonaws.com/processed/2023/05/26/8fadf3c8-6edf-4c43-8480-056f09c888ea?=1698960891442
https://raken.s3.amazonaws.com/processed/2023/05/26/804585c3-e817-465c-9f97-a26f11b1c922?=1698960891442
https://raken.s3.amazonaws.com/processed/2023/05/26/1898641b-7ad4-4463-9b90-b9c7a1db657c?=1698960891442
https://raken.s3.amazonaws.com/processed/2023/05/26/68cd2cbd-85f6-4c7f-8ddf-fbf91aba371a?=1698960891442
https://raken.s3.amazonaws.com/processed/2023/05/26/de864f9d-6dc9-4ff1-a009-e37ce7c8e032?=1698960891442
https://raken.s3.amazonaws.com/processed/2023/05/26/c8f0d77a-5632-4617-8b0c-9c30ab67df7f?=1698960891442
https://raken.s3.amazonaws.com/processed/2023/05/26/5879e9ea-666e-4cc5-862a-dcac83f7971c?=1698960891442


05/25/23 | 02:05PM05/25/23 | 02:05PM 05/25/23 | 02:05PM05/25/23 | 02:05PM 05/25/23 | 02:05PM05/25/23 | 02:05PM 05/25/23 | 02:05PM05/25/23 | 02:05PM

05/25/23 | 02:05PM05/25/23 | 02:05PM

24.  Panel LBB8 208/120 30  Room 0436
Josie Fong | 05/26/23 | 01:14PM

05/25/23 | 02:11PM05/25/23 | 02:11PM 05/25/23 | 02:11PM05/25/23 | 02:11PM 05/25/23 | 02:11PM05/25/23 | 02:11PM 05/25/23 | 02:11PM05/25/23 | 02:11PM

05/25/23 | 02:11PM05/25/23 | 02:11PM

25.  Panel LBB5 208/120 30 room 0436
Josie Fong | 05/26/23 | 01:14PM

7 of 8 | M057725 - ACC RADIOLOGY PET/CT Replacement

https://raken.s3.amazonaws.com/processed/2023/05/26/27c580a5-66d2-40cc-a3ac-0821d89229f0?=1698960891442
https://raken.s3.amazonaws.com/processed/2023/05/26/8697ccce-409f-41ed-b0d8-483ed1b824c6?=1698960891442
https://raken.s3.amazonaws.com/processed/2023/05/26/0484dcf8-c403-48c2-8ac6-479f50f3418d?=1698960891442
https://raken.s3.amazonaws.com/processed/2023/05/26/305d2cb6-80e6-4893-bb7e-64ab55497062?=1698960891442
https://raken.s3.amazonaws.com/processed/2023/05/26/e167a391-8319-43ae-a675-6fe9f1961512?=1698960891442
https://raken.s3.amazonaws.com/processed/2023/05/26/b650c75c-d31f-458f-b352-6aaa956c7a50?=1698960891442
https://raken.s3.amazonaws.com/processed/2023/05/26/302a7032-a330-4d47-a398-3d8566255c2e?=1698960891443
https://raken.s3.amazonaws.com/processed/2023/05/26/2a66997d-2ab2-4a2d-8957-6ca092838bdd?=1698960891443
https://raken.s3.amazonaws.com/processed/2023/05/26/27f134c4-c3d4-4295-8d6b-71bb27d6ad6b?=1698960891443
https://raken.s3.amazonaws.com/processed/2023/05/26/8489656c-185c-4191-b9d0-526e89b46c95?=1698960891443


05/25/23 | 02:12PM05/25/23 | 02:12PM 05/25/23 | 02:12PM05/25/23 | 02:12PM 05/25/23 | 02:12PM05/25/23 | 02:12PM 05/25/23 | 02:12PM05/25/23 | 02:12PM

26.  Telecom Room 0322
Josie Fong | 05/26/23 | 01:14PM

05/25/23 | 02:15PM05/25/23 | 02:15PM 05/25/23 | 02:16PM05/25/23 | 02:16PM 05/25/23 | 02:16PM05/25/23 | 02:16PM 05/25/23 | 02:16PM05/25/23 | 02:16PM

05/25/23 | 02:16PM05/25/23 | 02:16PM 05/25/23 | 02:16PM05/25/23 | 02:16PM 05/25/23 | 02:16PM05/25/23 | 02:16PM

I, Josie Fong, have reviewed and completed this report.

Josie Fong | 05/26/23 | 01:18PM

8 of 8 | M057725 - ACC RADIOLOGY PET/CT Replacement

https://raken.s3.amazonaws.com/processed/2023/05/26/9cd39661-f378-4fac-8d05-032854e676d3?=1698960891443
https://raken.s3.amazonaws.com/processed/2023/05/26/0c434cb6-0418-414f-9074-5a7b543ba841?=1698960891443
https://raken.s3.amazonaws.com/processed/2023/05/26/b6e99635-6268-44a8-bd37-e3b8cd44ae90?=1698960891443
https://raken.s3.amazonaws.com/processed/2023/05/26/c430e9a8-1f4d-4c73-a73e-e47bc9f2491a?=1698960891443
https://raken.s3.amazonaws.com/processed/2023/05/26/8350def9-fb3c-42a0-a694-eb04e4c4a88c?=1698960891443
https://raken.s3.amazonaws.com/processed/2023/05/26/820db7b9-c5da-4d38-9756-9fb18d5e0612?=1698960891443
https://raken.s3.amazonaws.com/processed/2023/05/26/6565e62c-ddbd-4f22-992b-760fd15360ae?=1698960891443
https://raken.s3.amazonaws.com/processed/2023/05/26/c1746139-71c0-45be-8ca4-fa34a065b099?=1698960891443
https://raken.s3.amazonaws.com/processed/2023/05/26/ce3fb683-e191-43a3-a5ec-784bf6c517b7?=1698960891443
https://raken.s3.amazonaws.com/processed/2023/05/26/ab4ede7c-5f48-408e-b03b-a4aafb44150e?=1698960891443
https://raken.s3.amazonaws.com/processed/2023/05/26/9df2cd6d-7cf7-42c8-ac89-b713ff68fd17?=1698960891443

