
9557730 - ACC 0611 RAD CT Scanner
Replacement
4860 Y Street Sacramento, CA 95817

Date Thu 08/17/2023 Job # Prepared By Faisal Alhabbal

  Weather
6:00 AM

71° 
Partially cloudy

Wind: 6 MPH  |  Precipitation: .0''  |  Humidity: 68%

12:00 PM

88° 
Clear

Wind: 7 MPH  |  Precipitation: .0''  |  Humidity: 43%

4:00 PM

100° 
Clear

Wind: 10 MPH  |  Precipitation: .0''  |  Humidity: 31%

  Work Logs No entry

Name Description Total Hours To Date

Total 16

  General Notes

1.  MRI Trailer Photos
Faisal Alhabbal | 08/18/23 | 10:32AM

08/17/23 | 12:08PM08/17/23 | 12:08PM 08/17/23 | 12:08PM08/17/23 | 12:08PM 08/17/23 | 12:09PM08/17/23 | 12:09PM 08/17/23 | 12:09PM08/17/23 | 12:09PM

08/17/23 | 12:15PM08/17/23 | 12:15PM 08/17/23 | 12:16PM08/17/23 | 12:16PM 08/17/23 | 12:16PM08/17/23 | 12:16PM 08/17/23 | 12:16PM08/17/23 | 12:16PM
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https://raken.s3.amazonaws.com/processed/2023/08/17/a0f328ee-3976-49ba-890b-8650fb25425b?=1692380612659
https://raken.s3.amazonaws.com/processed/2023/08/17/1678c91d-fb21-4cab-94bf-94acd45d01a0?=1692380612659
https://raken.s3.amazonaws.com/processed/2023/08/17/57211499-69c1-45cb-ac4a-275760e8a373?=1692380612659
https://raken.s3.amazonaws.com/processed/2023/08/17/bfbd2b2b-5275-4916-af84-3498a153c295?=1692380612659
https://raken.s3.amazonaws.com/processed/2023/08/17/2e92246f-f516-4498-ab60-706662f3ab97?=1692380612659
https://raken.s3.amazonaws.com/processed/2023/08/17/85402aa8-a96f-4aff-b430-64fff6e53cf2?=1692380612659
https://raken.s3.amazonaws.com/processed/2023/08/17/e8595a3b-22b2-492d-87a6-ba6c81106a84?=1692380612659
https://raken.s3.amazonaws.com/processed/2023/08/17/0c23ddd9-dbfc-4cc9-83e8-2003cee96097?=1692380612659


08/17/23 | 12:16PM08/17/23 | 12:16PM 08/17/23 | 12:16PM08/17/23 | 12:16PM 08/17/23 | 12:17PM08/17/23 | 12:17PM 08/17/23 | 12:17PM08/17/23 | 12:17PM

08/17/23 | 12:17PM08/17/23 | 12:17PM 08/17/23 | 12:18PM08/17/23 | 12:18PM 08/17/23 | 12:18PM08/17/23 | 12:18PM

2.  PO&M Photos:

Andrew
"This is what I found:  The North(and South) MRI  trailers are fed from the main electric room in the
basement floor of the ACC building via the Normal(as opposed to Emergency) Switchgear labeled in the
drawings as “USS-NA””USS-NB”
See sheets  E 2.1, E 2.2".
Faisal Alhabbal | 08/18/23 | 10:41AM

08/18/23 | 10:39AM08/18/23 | 10:39AM 08/18/23 | 10:39AM08/18/23 | 10:39AM

Attachments:  E 2.1 |  E 2.2

I, Faisal Alhabbal, have reviewed and completed this report.

Faisal Alhabbal | 08/18/23 | 10:43AM
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https://raken.s3.amazonaws.com/processed/2023/08/17/63ee3bf9-4d15-4bc2-b167-64219b47e82a?=1692380612659
https://raken.s3.amazonaws.com/processed/2023/08/17/9d9456e4-acf0-43a1-b5e0-f1ed298500ae?=1692380612659
https://raken.s3.amazonaws.com/processed/2023/08/17/c9c094b3-1762-422a-9378-47ce9478e11b?=1692380612659
https://raken.s3.amazonaws.com/processed/2023/08/17/b98a5e94-e436-4069-8ee1-ee3a190bc9b4?=1692380612659
https://raken.s3.amazonaws.com/processed/2023/08/17/41e5cd54-76e8-4fc6-9563-d610e3bc9594?=1692380612659
https://raken.s3.amazonaws.com/processed/2023/08/17/2e0199fe-0bbf-4bba-abf2-b17402d2f498?=1692380612659
https://raken.s3.amazonaws.com/processed/2023/08/17/952acb8d-0f4e-4876-9a43-dbd049e19d6d?=1692380612659
https://raken.s3.amazonaws.com/source/2023/08/18/59e308a0-b7e9-49d7-bbcb-c469e0c20a8c?=1692380612660
https://raken.s3.amazonaws.com/source/2023/08/18/3d1bba9d-03e7-47e2-818a-f87f77d04102?=1692380612660
https://raken.s3.amazonaws.com/source/2023/08/18/0c1a352e-4f38-43bd-8fba-ee4f396622e1?=1692380612660
https://raken.s3.amazonaws.com/source/2023/08/18/cf8f2b6e-bc4c-4903-9310-591286a67675?=1692380612660

